CRITICAL SECTION NORMAL SECTION LIFE SAFETY SECTION

16-1 TELEPHONE SWITCH ROOM (A001) IN-1 PANEL LC1 ROOM A0Q9 BASEMENT 4-1 SPARE

18-2 PANEL EL-1 IN-2 SPARE 4-2 SPARE

16-3 VARIABLE SPEED DRIVE 1ST FL. MECH. RM. = - 4-3 LS1, LS2 "D° SECTION
18-4 SPARE 1N-4 NORMAL SUPPLY ATS 4-4 PANEL AL TRANS. ROOM
16-5 PANEL 4D 1N-5 3B-4B-5B 4-5 LS3—-LS4 "D" WING
16-6 CP4B, CP5B 1N-6 3C—4C-5C-6C 4-6 RESP. CARE 3—4C ICU
16-7 UEBERT A/C UNIT_RM. (AOO1) BASEMENT IN-7 SA—4A-5A—6A 4-8 PANEL LS—BA 1A—-8A
16-8 BB 1N-8 A/C DENTAL FEEDS LOAD CTR RM B227 4-9 PANEL LS—BC 1C-5C
16-9 CP1C 1N-9 BUS DUCT "D" WING 4-7 PANEL "E1"

16-10 SPARE 1N-10 34C & ICU A/C CHILLER 6C PENTHOUSE 4-12 SPARE

16-11 CP3A, CP4A & CP5A IN=-11 BC-1C-2C 4-12 SPARE

16-12 PHARMACY 3D WING 1N—-12 CLINICAL LAB A/C 4-10 PANEL LS-BB TO 5B-5B

16-13 LAB C1 & C1A "D WING
16-14 FEED FOR END SECTION

|§

16—15 | SPARE NORMAL SECTION EQUIPMENT EMERGENCY
16-16 | GEN BLDG. EI 2N—1 'A/C_CANTEEN 1 SPARE_1200 AMP
16=17 | TEL_ROOM UPS N-2 3K—4K—5K=6K 2 OLD FIRE_PUMP_1000 AMP RM A025
16-18 | ICU C4 D" WING N-3 LOCAL_PANEL TRANS. ROOM 3 EQ—5
1619 | SPD HVP—1 2N—4 SPARE T SPARE
16-20 NOT MARKED 2N-5 BC-2 NEW PANEL 5 NEW ELEVATOR
16-21 | SPARE 2N=6 E3C—E4C—E5C 6 SPARE
T6-2z | oP3c 2N—7 BLDG. 21 THEATER 7 ELEVATORS 2 PASSENGER
16-23 | CP4C—CP5C 2N—8 SMOKING SHELTER (REAR) B PANELS S+SA
16-24 | CP3B 2N—9 DP—1, L1, SP1 9 PANEL EQ—68
16-25 | PANEL BD BASEMENT CORRIDOR 2N—10 | E3B—E4B—E5B 10 | PANEL EQ—6C
16-26 | 18-28 2N—11__| PANEL PPA—PA 11| ELEVATOR FREIGHT
16-27 | BA-1A- 2A 2N—12__ | NORMAL SUPPLY TO ATS 12| PANEL L&P
16-28 | SMOKING SHELTER FRONT
16-20 | SPARE
CRITICAL CRITICAL NORMAL NORMAL LIFE SAFETY EQUIPMENT
SECTION SECTION SECTION SECTION SECTION EMERGENCY
B
16-1 | 16-6 16-12 | 16-18 | 16-24 IN-5 | IN-8 2N-1 | 2N-7 41 | 48 SPARE 1200A
2254 | 2254 225A | 150a | 1008 IN-1 | 200a | 1008 METERS BLANK METERS 500A | 400A SPARE | 2254 OLD FIRE PUMP 5
16-2 | 16-7 186-13 | 16-19 | 16-25 12004 | 1N-g 2N-2 42 4-9 EQ-5 3
754 | 150 300a | 2254 | 2008 300A 200A | SPARE SPARE | 2254
8 AUTOMATIC N-8 AUTOMATIC AUTOMATIC SPARE 4
16-3 | 16-8 16-14 | 16-20 | 16-26 i w2 w7 12004 2N-3 | 2N-8 R ST ER -3 | 47 i NEW ELEV g
_ 1600 AMP 400 AMP 1800 AMP
70 | 150a 600A 200A ey 600A | 200A 150A | 225A L 150A | 1504 e, SPARE ¢
BRANCH BRANCH BRANCH
16-4 | 16-9 16-15 | 16-21 | 16-27 N-10 2N-8 | 2N-10 44 | 4-12 7 8
SPARE | 300A 8 - - | 2008 300A 100A | 150A 150 | 1004 3504 | 2254
IN—4 MB-1 Y MB-2
16-10 16-16 | 16-22 | 16-28 1600A IN-11 2500 AMP A 2000 AMP 28-5 | 2N-11 45 | 4-12 ] 10
16-5 | 100A 100A | 100A | sParE 200A 2004 | 1254 754 | sPARE 2254 | 2254
B
800A | 4511 16-17 | 16-23 | 18-29 N-12 2N-6 | 2N-12 46 | 4-10 " 12
235A 225A | 200a | sPare 100A 1504 | 400A 200A | 2254 2004 | 1504
SO00KVA 750KVA 750KVA 0
208/120 208/120 GENERATOR
480/208 /' / AT 7
TO GENERATOR 250 goo 2Z5KVA
BLDG 76 AMP AMP
SO0KVA
w m REGULATOR EQUIPMENT
1600A TRANSFORMER #1 TRANSFORMER #2 5 ¢ SECTION
ATS
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